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ROUTE SECTION COUNTY TOTAL SHEET
SHEETS NO. 

FAP 873 18-00060-00-SW FRANKLIN 13 3 

CITY OF WEST FRANKFORT MAIN STREET 

PROJECT NO. OXX2(877) CONTRACT NO. 99747 

SUMMARY OF QUANTITIES 

SUMMARY OF QUANTITIES (CONTINUED) 

FUNDING 80% FED/ 20% CITY 50% FED / 50% CITY 

ITEM TOTAL 
ITEM DESCRIPTION UNIT SIDEWALKS LIGHTING 

NUMBER QUANTITY 

# 81400100 HANDHOLE EACH 8 8 

# 81702120 ELECTRIC CABLE IN CONDUIT, 600V {XLP-TYPE USE) 1/C NO. 8 FOOT 21605 21605 

# 82500335 LIGHTING CONTROLLER, PEDESTAL MOUNTED, 240VOLT, l00AMP EACH 1 1 

# 83600200 LIGHT POLE FOUNDATION, 24" DIAMETER FOOT 156 156 

X4240420 PORTLAND CEMENT CONCRETE SIDEWALK 4 INCH {SPECIAL) SQ FT 14320 14320 

X4400503 COMBINATION CURB AND GUTTER REMOVAL AND REPLACEMENT GREATER THAN 10 FEET FOOT 1352 1352 

X6010302 TRENCH ORAi N FOOT 40 40 

X6026624 VALVE BOXES TO BE ADJUSTED {SPECIAL) EACH 3 3 

X6026634 METER VAULTS TO BE ADJUSTED EACH 18 18 

# X8300001 LIGHT POLE {SPECIAL) EACH 26 26 

# 20042500 POST (SPECIAL) EACH 6 6 

# SPECIAL TY ITEM 
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WIRING FROM POLE BASE TO LIGHTING FIXTURE AND RECEPTACLES MAY BE #12 AWG, STRANDED OR SOLID.
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HAND HOLES AT POLE NL5 & SL5 SHALL BE 24" X 36" X 30" DEEP OPEN BOTTOM (MINIMUM); HAND HOLES AT OTHER LOCATIONS TO BE 24" X 24" X 30" DEEP OPEN BOTTOM, COMPLETE WITH COVERS WITH WORD "ELECTRICAL" IN COVER. HAND HOLES AND COVERS SHALL BE ANSI TIER 22 RATED. HUBBELL, QUAZITE OR EQUAL.
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