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WATER MAIN GENERAL NOTES

WATER MAIN TESTING PROCEDURE

SYSTEM.

ARE PERMITTED TO OPERATE VALVES CONNECTED TO THE VILLAGE WATER 

AUTHORIZED BY THE UTILITY SUPERINTENDENT OR DIRECTOR OF PUBLIC WORKS 

ONLY VILLAGE OF ALGONQUIN WATER DEPARTMENT PERSONNEL OR PERSONS 

STEP #1 PLANNING

4.

3.

2.

1.

STEP #2 PRESSURE TESTING

PUMP SHALL HAVE PRESSURE RELEASE SPIGOTc.

PUMP SHALL HAVE BACK FLOW PREVENTIONb.

PUMP SHALL BE FILLED WITH GASa.

(1) PUMP WITH APPROPRIATE SPECIFICATIONS10.

(1) HYDRANT WRENCH9.

(5) CLEAN RAGS8.

(1) 1 GALLON OF BLEACH7.

CONNECTIONS

 ENOUGH FOOD GRADE HOSE AND COPPER TUBING TO MAKE ALL APPROPRIATE6.

(1) 5 GALLON BUCKET5.

(1) 30 GALLON TRASH CAN4.

B-BOX KEY3.

VALVE KEY2.

WRENCH FOR CORPORATION SHUT DOWN1.

B.

A.

STEP #3 CHLORINATION

WATER SYSTEM

PUBLIC WORKS

PERSONS AUTHORIZED BY THE UTILITY SUPERINTENDENT OR DIRECTOR OF 

APPROVED BY VILLAGE OF ALGONQUIN WATER DEPARTMENT PERSONNEL OR 

NO PRE-TESTING OF THE SYSTEM WILL BE PERMITTED, UNLESS OTHERWISE 

SHALL INSTALL THE NECESSARY CORPS AND APPROPRIATE APPURTENANCES.

ONCE THE CHLORINATING AND SAMPLING PLAN IS APPROVED THE CONTRACTOR 

SHALL BE TAKEN FROM FIRE HYDRANTS.

REVIEW, THE PLAN WILL BE GIVEN BACK TO THE ENGINEER.  NO SAMPLES 

LOCATION FOR INJECTING THE CHLORINE AND THE SAMPLE LOCATIONS. AFTER 

THE WATER DEPARTMENT WILL REVIEW THE PLAN AND DESIGNATE THE 

THEN SUBMIT THE PLANS TO THE WATER DEPARTMENT FOR REVIEW.

HYDRANTS, MAIN SIZE  AND LENGTH  OF MAIN  IN FEET. THE ENGINEER WILL 

LOCATION, IEPA PERMIT NUMBER, SOURCE WATER  LOCATION(S), ALL VALVES,  

THE WATER MAIN TO BE DISINFECTED. THE PLAN SHALL INCLUDE THE 

THE CONTRACTOR SHALL SUBMIT TO THE ENGINEER A PLAN THAT INDICATES 

CONTRACTOR. THE REQUIRED EQUIPMENT INCLUDES THE FOLLOWING

INCLUDING GAUGE AND METER CONNECTIONS SHALL BE FURNISHED BY THE 

WORKS. THE PUMP, PIPE CONNECTION, AND ALL NECESSARY APPARATUS 

CONNECTED TO THE PIPE IN A MANNER APPROVED BY THE DIRECTOR OF PUBLIC 

SPECIFIED TEST PRESSURE SHALL BE APPLIED BY MEANS OF A PUMP 

EACH SECTION OF PIPE TO BE TESTED SHALL BE FILLED WITH WATER AND THE 

4B HOURS PRIOR TO PRESSURE TESTING THE NEWLY INSTALLED WATER MAIN. 

PRESSURE TESTING: THE CONTRACTOR MUST NOTIFY THE ENGINEER AT LEAST 

PROVIDE CERTIFICATION DOCUMENTING THE RESULTS OF THE PRESSURE TEST.

FLUSH AND TEST THE NEWLY INSTALLED WATER MAIN. THE ENGINEER SHALL ALSO 

THE ENGINEER SHALL PROVIDE AN ESTIMATE OF THE GALLONS OF WATER USED TO 

PER SQUARE INCH)

  P = AVERAGE TEST PRESSURE DURING LEAKAGE (TEST IN POUND    

  D = NOMINAL DIAMETER OF THE PIPE IN INCHES   

  S = LENGTH OF PIPE TESTED, IN FEET   

NOTE:  L = TESTING ALLOWANCE (MAKEUP WATER) IN GALLONS PER HOUR

133,200

L =   ----------------

SD (SQ. RT. P)

THAN THAT DETERMINED BY THE FORMULA:

ALLOWABLE LEAKAGE IN GALLONS PER HOUR FOR PIPE LINE SHALL NOT BE GREATER 

THAN FIVE PSI (+/-).

FOR TWO HOURS. AS PER WAWA C-600, TEST PRESSURE SHALL NOT VARY BY MORE 

EACH SECTION OF PIPE IS TO BE TESTED AT A HYDROSTATIC PRESSURE OF 150 PSI 

UNTIL PASSED OR TO THE SATISFACTORY OF THE DIRECTOR OF PUBLIC WORKS.

THE CONTRACTOR WITH THE NEW MATERIAL AND THE TEST SHALL BE REPEATED 

IN CONSEQUENCE OF THIS PRESSURE TEST SHALL BE REMOVED AND REPLACED BY 

ANY CRACKED OR DEFECTIVE PIPES, FITTINGS, VALVES, OR HYDRANTS DISCOVERED 

14.

13.

12.

11.

10.

9.

8.

7.

6.

5.

4.

3.

2.

1.

SEWER AND WATER MAIN

2.

1.

PUNCH LISTING.

WATER MAIN VALVES AND HYDRANTS WILL BE RE-INSPECTED DURING PROJECT 

BILLING OF WATER USE DURING TESTING WILL BE SENT TO ENGINEER.

PROCESS ACCORDINGLY.

THE ASSISTANT PUBLIC WORKS DIRECTOR WILL COMPLETE THE IEPA PERMIT AND 

REPORTS TO THE ASSISTANT PUBLIC WORKS DIRECTOR.

WATER OPERATOR WILL FORWARD THE SIGNED IEPA PERMIT AND LABORATORY 

IEPA PERMIT WILL BE SIGNED BY THE CHIEF WATER OPERATOR. THE CHIEF 

AFTER ALL SAMPLE SITES HAVE TWO CONSECUTIVE SATISFACTORY RESULTS, THE 

SHALL BE MEASURED AND GIVEN TO THE UTILITIES SUPERINTENDENT.

THE AMOUNT OF WATER USED DURING THE FLUSHING AND CHLORINATION PROCESS 

NOTIFY THE CONTRACTOR OF THE PASSING RESULTS.

OF THE SATISFACTORY RESULTS AND ACTIVE MAIN. THE ENGINEER IN TURN WILL 

WATER DEPARTMENT. THE WATER DEPARTMENT WILL THEN NOTIFY THE ENGINEER 

SAMPLE POINT, THE WATER MAIN SHALL BE PLACED INTO SERVICE BY THE 

AFTER TWO CONSECUTIVE SATISFACTORY RESULTS ARE OBTAINED FROM EACH 

CONSECUTIVE SATISFACTORY RESULTS ARE OBTAINED FROM EACH SAMPLE POINT.

WATER MAIN SHALL BE RE-CHLORINATED, FLUSHED AND RESAMPLE UNTIL TWO 

IF UNSATISFACTORY RESULTS ARE OBTAINED WITH THE SAMPLES; THEN THE 

CONTAMINATION. 

COLLECTED AT LEAST TWENTY-FOUR HOURS APART, INDICATE NO BACTERIAL 

DISINFECTION IS DEMONSTRATED WHEN TWO CONSECUTIVE WATER SAMPLES, 

HEALTH TO CONDUCT BACTERIOLOGICAL SAMPLE SCREENING. SATISFACTORY 

LABORATORY THAT IS CERTIFIED BY THE ILLINOIS DEPARTMENT OF PUBLIC 

DEPARTMENT EMPLOYEE WHO WILL ALSO DELIVER THE SAMPLES TO A 

CONTAMINATION. THE SAMPLES ARE COLLECTED BY A DESIGNATED WATER 

SAMPLE LOCATIONS. THESE SAMPLES MUST BE FREE OF ANY BACTERIOLOGICAL 

TWO CONSECUTIVE SAMPLES ARE TAKEN 24 HOURS APART   FROM EACH OF THE 

MG/L IS ACHIEVED IN THE WATER MAIN.

ALL THE SUPER CHLORINATED WATER AND A MAXIMUM CHLORINE RESIDUAL OF 2 

AFTER THE 24 HOUR DETENTION TIME, THE WATER MAIN MAY BE FLUSHED OF 

THAN 10 MG/L

A MINIMUM OF 24 HOURS AND HAVE A FREE CHLORINE RESIDUAL OF NOT LESS 

AFTER THE WATER MAIN IS CHLORINATED, THE MAIN SHALL REMAIN UNUSED FOR 

WATER MAIN AND MUST HAVE PASSED THE PRESSURE TEST.

FLUSHED TO REMOVE ANY FOREIGN SUBSTANCES THAT MAY BE PRESENT IN THE 

PRIOR TO DISINFECTION OF THE WATER MAIN, THE WATER MAIN SHALL BE 

WATER OPERATOR.

CONTRACTOR SCHEDULE DISINFECTION AND SAMPLE COLLECTING WITH THE CHIEF 

THE PRESSURE TESTINGPROCEDURE AS DESCRIBED ABOVE SHALL THE 

NO SOONER THAN 48 HOURS AFTER THE NEWLY INSTALLED SYSTEM HAS PASSED 

11.

10.

9.

8.

7.

6.

5.

4.

3.

2.

1.

RETAINER GLANDS AND BOLTS ARE CONSIDERED INCIDENTAL TO THE COST OF DUCTILE IRON WATER MAIN.

ALL FITTINGS AND MECHANICAL JOINT ACCESSORIES CONSISTING OF BUT NOT LIMITED TO GASKETS, GLANDS, 

WITH IEPA REQUIREMENTS AND COMPLETED PRIOR THE INSTALLATION OF SERVICE TAPS.

CHLORINATING OF THE WATER MAIN AND COLLECTION OF SAFE WATER SAMPLES SHALL BE IN ACCORDANCE 

COMPACTION IS ACHIEVED.

MOISTENED (OR DRIED, IF NECESSARY), AND THEN TAMPED OR ROLLED UNTIL 90 PERCENT RELATIVE 

SHALL BE PLACED IN SIX-INCH HORIZONTAL LAYERS OF THICKNESS. EACH LAYER SHALL BE EVENLY SPREAD, 

SHALL BE BACKFILLED WITH CA-6 MATERIAL PROPERLY COMPACTED. MECHANICALLY COMPACTED BACKFILL 

ALL UTILITY AND SERVICE TRENCHES UNDER OR WITHIN TWO FEET OF PAVED SURFACES OR DRIVING AREAS 

SHALL BE A NON-TOXIC WATER BASE ASPHALT PAINT, COMPLYING TO THE AWWA C104 SPECIFICATION

ALGONQUIN LOGO. ALL CASTING SHALL BE COATED IMMEDIATELY AFTER CLEANING AND MACHINING. COATING 

102332, CATALOG NO. 1020A, REFERENCE NO. 102089. THE COVER CASTING SHALL INCLUDE THE VILLAGE OF 

CAST INTO THE TOP OF THE COVER. MANHOLE COVERS SHALL BE EAST JORDAN IRON WORKS, PRODUCT NO.  

DIMENSIONS MUST BE APPROVED BY UTILITIES SUPERINTENDENT. VALVE VAULT COVERS MUST HAVE "WATER" 

ALL FRAMES AND COVERS ARE TO BE EAST JORDAN IRON WORKS NUMBER 1050-Z1. VARIATIONS IN CASTING 

IS TO BE MUELLER H-10300 SERIES MINNEAPOLIS PATTERN BASE

PIECE FROM THE ROUND WAY TO THE METER UNLESS APPROVED BY VILLAGE PLUMBING INSPECTOR. CURB BOX 

BE ONE PIECE FROM CORPORATION TAP (MUELLER H-15000) TO ROUND WAY (MUELLER H15154), AND ALSO ONE 

USE A DOUBLE BOLT STAINLESS STEEL SLEEVE THAT IS TAPPED WITH A SHELL CUTTER HEAD. COPPER MUST 

AND SMALLER MUST USE THE DIRECT TAPPING METHOD WITH THE EXCEPTION OF C-900 PIPE, WHICH SHALL 

MINIMUM DIAMETER OF WATER SERVICES IS ONE INCH (1"), TYPE "K" COPPER. ALL CORPORATION TAPS OF 2" 

SUBMITTED TO THE SUPERINTENDENT FOR APPROVAL

CUT-IN-SLEEVE AND TEE CONNECTION MAY BE PERMITTED. SHOP DRAWINGS OF PROPOSED MATERIAL SHALL BE 

DIRECTOR OF PUBLIC WORKS DEEMS A PRESSURE CONNECTION CANNOT BE ACCOMPLISHED, USE OF A 

LEAST 50 MG/L. THIS SOLUTION MUST BE TESTED BY A VILLAGE REPRESENTATIVE PRIOR TO USE. IF THE 

VALVE NRS MECHANICAL JOINT VALVE. ALL FITTINGS WILL BE SWABBED WITH A CHLORINE SOLUTION OF AT 

INCHES (60"). TAPPING SLEEVE SHALL BE MUELLER H-615. TAPPING VALVE SHALL BE RESILIENT WEDGE GATE 

CONNECTION AND VALVE SHALL BE LOCATED WITHIN A VALVE VAULT, MINIMUM DIAMETER SHALL BE SIXTY 

CONNECTION TO AN EXISTING WATER MAIN SHALL BE PERFORMED BY PRESSURE CONNECTION ONLY. PRESSURE 

BE INCLUDED IN THE COST OF THE ITEM REQUIRING BACKFILL.

ALL STONE BEDDING, HAUNCHING, AND/OR TRENCH BACKFILL SHALL NOT BE PAID FOR SEPARATELY BUT SHALL 

FEET (300').  FRONT OF HYDRANTS SHALL BE PLACED A MINIMUM OF THREE FEET FROM THE BACK OF CURB.

SPACING BETWEEN HYDRANTS SHALL BE AT EACH INTERSECTION AND SHALL NOT EXCEED THREE HUNDRED 

BOX STABILIZER SHALL BE AMERICAN FLOW CONTROL'S TRENCH ADAPTER.

EXTENSION STEM MUST BE CAPABLE OF SURVIVING A TORQUE TEST TO 1,000 FT-LB WITHOUT FAILURE. VALVE 

DEVICE THAT PREVENTS THE STEM ASSEMBLY FROM DISENGAGING AT ITS FULLY EXTENDED LENGTH. THE 

MATERIAL SHALL BE GALVANIZED SQUARE STEEL TUBING. THE STEM ASSEMBLY SHALL HAVE A BUILT-IN 

STEM ASSEMBLY SHALL BE OF A TELESCOPING DESIGN THAT ALLOWS FOR VARIABLE ADJUSTMENT LENGTH. THE 

SOIL. VALVE BOX ASSEMBLY SHALL BE ADJUSTABLE TO ACCOMMODATE VARIABLE TRENCH DEPTHS.   THE 

MOVING PARTS OF THE EXTENSION STEM SHALL BE ENCLOSED IN A HOUSING TO PREVENT CONTACT WITH THE 

BOXES SHALL BE ONE COMPLETE ASSEMBLED UNIT COMPOSED OF THE VALVE BOX AND EXTENSION STEM. ALL 

VALVE BOXES SHALL BE PROVIDED FOR ALL BURIED VALVES THAT ARE 4" (1NCHES) AND SMALLER. VALVE 

(TYLER 6860 SERIES) WITH A VALVE BOX STABILIZER (AMERICAN FLOW CONTROL TRENCH ADAPTER).

PAINT. ALL HYDRANTS REQUIRE A 6 " AUXILIARY VALVE (RESILIENT WEDGE GATE VALVE), AND VALVE BOX 

HYDRANTS ARE TO BE WATEROUS PACER WB67-250 TRAFFIC BREAKAWAY TYPE, WITH A FRESH COAT OF RED 

SUPERINTENDENT. A MAXIMUM OF EIGHT INCHES (8") OF ADJUSTING RINGS MAY BE USED.

VALVE  VAULTS  60" I DIAMETER OR AS DIRECTED BY THE VILLAGE ENGINEER OR UTILITIES 

VILLAGE ENGINEER OR UTILITIES SUPERINTENDENT. ALL TAPPING  VALVES  SHALL  BE INSTALLED  IN  

VALVES 10" OR GREATER SHALL BE INSTALLED IN VALVE VAULTS 60" IN DIAMETER OR AS REQUIRED BY THE 

STAINLESS STEEL  BANDS. INSIDE DIAMETER OF VALVE VAULTS SHALL BE 48" FOR VALVES 8" OR LESS.  

IN-PLACE  FLEXIBLE SYNTHETIC  RUBBER PIPE SLEEVE,  WHICH IS TO BE FASTENED TO THE PIPE WITH 

BITUMINOUS MASTIC MATERIAL. PIPE PENETRATIONS  ARE  TO  BE SEALED  VIA  THE  USE OF A  CAST- 

CONCENTRIC TYPE TOP SECTION, BARREL SECTIONS SHALL BE SEALED USING A BUTYL RUBBER OR 

ARE TO BE PRECAST WITH MONOLITHIC BOTTOM SECTION, REINFORCED CONCRETE BARREL SECTIONS, 

WATERTIGHT VALVE VAULTS SHALL BE PROVIDED FOR EACH VALVE 6" (1NCHES) lie GREATER. VALVE VAULTS 

VALVES 16" AND LARGER SHALL BE BUTTERFLY TYPE AS MANUFACTURED BY PRATT.

REQUIRE MORE THAN THREE VALVES TO ISOLATE A SINGLE LOCATION WITHIN THE DISTRIBUTION SYSTEM.   

INTERVALS SHALL NOT EXCEED 1000 FEET OR AS DIRECTED BY THE VILLAGE ENGINEER. IT SHALL NOT 

VALVES UP TO 12" SHALL BE OPEN LEFT RESILIENT WEDGE GATE VALVES "MUELLER A-2360"; INSTALLATION 

ALL WATER MAINS SHALL BE DUCTILE IRON PIPE (DIP), CEMENT LINED, CLASS 52, AWWA C-151.

THE MINIMUM SIZE WATER MAIN TO BE INSTALLED IS EIGHT INCHES (8") IN DIAMETER.

EPA PERMIT IS REQUIRED PRIOR TO CONSTRUCTION OR EXTENSION OF THE WATER SYSTEM

ARE AUTHORIZED TO OPERATE VALVES CONNECTED TO THE VILLAGE WATER SYSTEM.

OF THE FOLLOWING ITEMS OR AGENCY REQUIREMENTS. ONLY EMPLOYEES FROM THE VILLAGE OF ALGONQUIN 

APPLICABLE AGENCY REQUIREMENTS. THE DESIGN SHALL INCORPORATE THE MORE STRINGENT REQUIREMENTS 

SPECIFICATIONS FOR SEWER AND WATER MAIN CONSTRUCTION IN ILLINOIS, LATEST EDITION AND OTHER 

WATER MAIN SYSTEMS SHALL BE DESIGNED TO MEET ILLINOIS ENVIRONMENTAL PROTECTION AGENCY, STANDARD 

JLT

CLOSED LID PROVIDED.

ADDITIONAL COST OF THIS REQUIREMENT SHALL BE CONSIDERED INCLUDED IN THE COST OF THE FRAME AND 

SANITARY", OR "WATER AND  VILLAGE OF ALGONQUIN/VILLAGE OF LAKE IN THE HILLS", AS APPLICABLE.  ANY 

BASIN, INLET, OR VALVE VAULT SHALL HAVE ONE OF THE FOLLOWING WORDS CAST INTO THE LID: "STORM", "

ALL FRAMES WITH CLOSED LIDS TO BE FURNISHED AS PART OF THIS CONTRACT FOR ANY MANHOLE, CATCH 

SHALL BE CONSIDERED INCLUDED IN THE COST OF THE CONTRACT.

THEM ON THE JOBSITE FOR PICKUP BY THE VILLAGE OR DELIVERY TO THE VILLAGE MAINTENANCE YARD 

AT THEIR OWN EXPENSE. THE COST OF SALVAGING EXISTING FRAMES, GRATES, OR LIDS AND/OR STOCKPILING 

PROPERTY OF THE VILLAGE. ANY ITEMS DAMAGED DURING REMOVAL SHALL BE REPLACED BY THE CONTRACTOR 

ALL FRAMES AND LIDS SCHEDULED TO BE REMOVED FROM EXISTING STRUCTURES SHALL REMAIN THE 

2SHEET OF SHEETS

-

-

-

-

-

-

-

- SCALE:

SECTION COUNTY

ILLINOIS FED. AID PROJECT

TOTAL

SHEETS

SHEET

NO.
mrcissUSER NAME =

PLOT SCALE = 2.0000 ' / in.

PLOT DATE = 4/25/2018 DATE

DESIGNED

CHECKED

DRAWN

REVISED

REVISED

REVISED

REVISED

&
 A

s
s
o
c
ia
te
s
, 
In

c
.

B
o
ll
in

g
e
r,
 L

a
c
h
 

IT
A

S
C

A
 ,
  
IL

L
IN

O
IS

06-00329-01-PW MCHENRY 1751

61E53

=

CONTRACT NO. 

FILENAME
336

RTE

FAP

DEPARTMENT OF TRANSPORTATION

STATE OF ILLINOIS

4-26-2018



GENERAL NOTES UTILITY/IEPA NOTES

HORIZONTAL DIRECTIONAL DRILLING METHOD

HORIZONTAL DIRECTIONAL DRILLING METHOD (CONTINUED) DIRECTIONAL DRILLING CONTINGENCY PLAN

  INFORMATION.

  OF CONTAINMENT, REMEDIATION METHOD USED AND ANY ADDITIONAL RELEVANT 

  THE ENGINEER DETAILING THE AMOUNT OF DRILLING MUD RELEASED, THE METHOD 

  CONTINGENCY PLAN. EACH FRAC OUT MUST BE SUMMARIZED IN DAILY REPORTS TO 

  WETLAND AREAS. APPROPRIATE TELEPHONE NUMBERS SHOULD BE A PART OF THE 

6. THE ENGINEER MUST BE CONTACTED IMMEDIATELY IF A FRAC OUT AFFECTS 

  REMEDIATION METHOD USED AND ANY ADDITIONAL RELEVANT INFORMATION.

  DETAILING THE AMOUNT OF DRILLING MUD RELEASED, THE METHOD OF CONTAINMENT, 

  SENSITIVE AREAS ARE TO BE SUMMARIZED IN A WEEKLY REPORT TO THE ENGINEER 

5. FRAC OUTS IN UPLAND AREAS THAT DO NOT AFFECT WETLANDS OR OTHER 

  ADDITIONAL POLYMER WILL BE PROCURED IF THE FIRST IS USED.

  ONE RELEASE INTO WETLANDS OR STREAMS WITH THE UNDERSTANDING THAT 

4. VERIFICATION OF ADEQUATE POLYMER STORED ONSITE TO TREAT AT LEAST 

  CONTAINMENT BOX, AS APPROPRIATE.

  WITHIN WATER WAYS THE CONTRACTOR SHALL PROVIDE A TURBIDITY BARRIER OR 

  ADEQUATE VACUUM TRUCKS TO CONTAIN AND REMOVE MATERIAL FROM THE SITE. 

  FENCE, PLASTIC OR OTHER ACCEPTABLE BARRIER MATERIAL AND PROVIDE 

  CONTRACTOR SHALL PROCEED TO CONTAIN FRAC OUT MATERIAL USING SILT 

  LOSS CONTINUES, CONTRACTOR WILL CEASE OPERATIONS AND NOTIFY ENGINEER.  

  FUNNEL AND THEN WAIT ANOTHER 30 MINUTES.  IF MUD FRACTURE OR RETURNS 

  FLUID WITH A VISCOSITY EXCEEDING 120 SECONDS AS MEASURED BY A MARCH 

  DRILLING, WAIT AT LEAST 30 MINUTES, INJECT A QUANTITY OF DRILLING 

3. IF A FRAC OUT IS IDENTIFIED, THE CONTRACTOR SHALL IMMEDIATELY STOP 

  IDENTIFY FRAC OUTS AND COORDINATE REMEDIATION. 

2. AT LEAST ONE FULL TIME PERSON TO WALK THE DRILLING ROUTE AND 

  READILY AVAILABLE OR ON STAND-BY AT A NEARBY LOCATION, AS APPROPRIATE. 

  OPERATIONS AND AT LEAST ONE ADDITIONAL VACUUM TRUCK SHALL BE 

1. AT LEAST ONE VACUUM TRUCK MUST BE ONSITE DURING ALL DRILLING 

OPERATIONAL REQUIREMENTS 

  ENSURING THAT FRAC OUTS DO NOT OCCUR OR ARE PROPERLY CONTAINED. 

  IDENTIFICATION OF LIKELY PROBLEM LOCATIONS AND PROPOSED METHODS OF 

5. A BRIEF NARRATIVE DISCUSSING THE DIRECTIONAL DRILLING OPERATION, 

  WETLANDS; 

  AVAILABLE ONSITE IF DRILLING WILL BE UNDER OR NEAR STREAMS OR OTHER 

  ANIONIC POLYMERS WILL BE REQUIRED. POLYMERS ARE REQUIRED TO BE 

  FRESHWATER AQUATIC LIFE AND WILL NOT BE PERMITTED ON THIS PROJECT. 

  USE AND ANY LIMITATIONS NOTE, CATIONIC POLYMERS ARE TOXIC TO 

4. CATALOG CUT SHEETS FOR EACH RECOMMENDED POLYMER, DIRECTIONS FOR 

3. NAME, ADDRESS AND PHONE NUMBER OF ANIONIC POLYMER VENDOR; 

2. MATERIAL SAFETY DATA SHEETS (MSDS) FOR DRILLING MUD CONSTITUENTS; 

 

  REPRESENTATIVE;

1. NAME, ADDRESS AND PHONE NUMBER OF ONSITE DRILLING COMPANY 

GENERAL INFORMATION REQUIREMENTS 

INFORMATION WILL THEN BE FORWARDED TO VILLAGE FOR THEIR REVIEW.  

SHALL PROVIDE THE FOLLOWING INFORMATION TO THE ENGINEER:  THIS 

PRIOR TO STARTING ANY DIRECT DRILLING MOBILIZATION, THE CONTRACTOR 

 RIG SHALL BE GROUNDED DURING DRILLING AND PULLBACK OPERATIONS.

 RECORD MAXIMUM PULLBACK PRESSURE DURING PULLBACK OPERATIONS.  THE 

 SHALL BE FREE OF LEAKS, RIG SHALL HAVE A SYSTEM TO MONITOR AND 

 PRESSURE AND VOLUME TO POWER DRILLING OPERATIONS.  HYDRAULIC SYSTEM 

 HYDRAULIC POWER SYSTEM SHALL BE SELF CONTAINED WITH SUFFICIENT 

 AND ROTATING PRESSURE REQUIRED TO COMPLETE THE INSTALLATION.  THE 

 SHALL BE ANCHORED TO THE GROUND TO WITHSTAND THE PULLING, PUSHING, 

 PRESSURIZED FLUID MIXTURE TO GUIDABLE DRILL (BORE) HEAD.  THE MACHINE 

 PIPE INTO THE GROUND AT A VARIABLE ANGLE WHILE DELIVERING A 

 HYDRAULICALLY POWERED SYSTEM TO ROTATE, PUSH AND PULL HOLLOW DRILL 

  4.  THE DIRECTIONAL DRILLING MACHINE SHALL CONSIST OF A 

 WORKING ORDER FOR THE DURATION OF THE PROJECT. 

 MATERIALS, AND SPARE PARTS ON HAND TO MAINTAIN THE SYSTEM IN GOOD 

 SHALL BE IN GOOD, SAFE OPERATING CONDITION WITH SUFFICIENT SUPPLIES, 

 AND COMPETENT PERSONNEL TO OPERATE THE SYSTEM.  ALL EQUIPMENT 

 GUIDANCE SYSTEM TO ACCURATELY GUIDE BORING OPERATIONS AND TRAINED 

 OF SUFFICIENT CAPACITY TO SUCCESSFULLY COMPLETE THE CROSSING, A 

 AND PULLBACK THE PIPE, A DRILLING FLUID MIXING AND DELIVERY SYSTEM 

 DIRECTIONAL DRILLING RIG OF SUFFICIENT CAPACITY TO PERFORM THE BORE 

  3.  THE DIRECTIONAL DRILLING EQUIPMENT SHALL CONSIST OF A 

 ADJACENT STORM DRAINAGE DITCHES OR PIPING.   

 TO PREVENT DRILLING FLUID AND BOREHOLE CUTTINGS FROM ENTERING 

  2.  PROVIDE ALL REQUIRED SEDIMENT AND EROSION CONTROL MEASURES 

 AVAILABLE FOR WORK.

 LENGTH AND WIDTH NECESSARY TO INSTALL PIPES AND SIZED TO FIT AREAS 

 CONNECTION TO THE HORIZONTALLY DRILLED PIPE.  PITS SHALL BE OF 

 SUFFICIENTLY BACK FROM THE LIMITS OF EXCAVATION TO ALLOW 

 RESPONSIBLE FOR LOCATING THE BOREHOLE AND RECEIVING HOLE 

 INTERCONNECTIONS AS SHOWN ON THE DRAWINGS.  CONTRACTOR SHALL BE 

 SURFACE EXCAVATION SHALL BE LOCATED AT VALVE VAULTS, FITTINGS AND 

  1.  CONTRACTOR SHALL EXAMINE THE SITE(S) INDICATED.  THE LIMITS OF 

  15. ALL VALVES SHALL BE OPERATED BY MUNICIPAL PERSONNEL ONLY.

 UNIT BID PRICES OF THE CONTRACT.

 REMOVAL. THIS WORK WILL NOT BE PAID FOR SEPARATELY, BUT SHALL BE INCLUDED IN THE

  14. ALL REMOVED VALVES AND HYDRANTS SHALL BE PROVIDED TO THE MUNICIPALITIES AFTER 

 NOTICE IS REQUIRED FOR ALL SERVICE INTERRUPTIONS.

 FOR SHUTDOWN PROCEDURES AND SERVICE INTERRUPTIONS. A MINIMUM OF 48 HOURS

  13. THE CONTRACTOR SHALL COORDINATE WITH THE MUNICIPALITIES ON PERMISSIBLE TIMES

 SPECIFICATIONS.

 STRENGTH MATERIAL (MIX 1) IN CONFORMANCE WITH SECTION 593 OF THE STANDARD

  12. ALL RETIRED MAINS WITHIN PROJECT LIMITS SHALL BE FILLED WITH CONTROLLED LOW-

     CONFLICT MAY BE RESOLVED.

     CONSTRUCTION,  THE  CONTRACTOR  SHALL  NOTIFY  THE  ENGINEER SO THAT THE

     ANY  NATURE  ARE  ENCOUNTERED  WHICH  CONFLICT  IN  LOCATION  WITH  NEW

     FROM  DAMAGE  DUE TO CONSTRUCTION OPERATIONS.  IF EXISTING UTILITY LINES OF

     THE EXACT LOCATION IN THE  FIELD OF THESE UTILITY LINES AND THEIR PROTECTION

     AVAILABLE RECORDS.   THE CONTRACTOR SHALL BE RESPONSIBLE FOR DETERMINING

     WITHIN  PUBLIC  RIGHTS-OF-WAY  ARE  SHOWN  ON  THE  PLANS  ACCORDING TO

  11. EASEMENTS  FOR THE EXISTING UTILITIES, BOTH PUBLIC AND PRIVATE, AND UTILITIES

     ADJUSTING THEM.

     AND  THE  WORKING SCHEDULES OF THE  UTILITY  COMPANIES  FOR  REMOVING  OR 

     VILLAGE, DETAILED INFORMATION RELATIVE TO THE LOCATION OF THEIR FACILITIES

     OBTAIN  FROM  THE  RESPECTIVE  UTILITY  COMPANIES,  J.U.L.I.E., THE  RESPECTIVE

     DETERMINE  THE  ACTUAL  LOCATION  OF  ALL SUCH FACILITIES.  HE  SHALL ALSO

     REMOVED  OR  ADJUSTED.  IT  SHALL  BE THE CONTRACTOR'S  RESPONSIBILITY  TO

     UNDERGROUND  UTILITY  FACILITIES  OR THE MANNER IN WHICH THEY  ARE  TO  BE

     THE  INFORMATION  SHOWN  ON  THE  PLANS  RELATIVE  TO  THE  LOCATION  OF

     RESPONSIBILITY  WHATSOEVER IN RESPECT TO THE SUFFICIENCY OR  ACCURACY  OF

     CONVENIENCE  OF  THE CONTRACTOR.  THE  ENGINEER  AND  COUNTY ASSUME  NO

     AS  TO  THE  LOCATION  OF  SUCH UTILITIES  AND IS ONLY  INCLUDED  FOR  THE

     FACILITIES,  SUCH  INFORMATION  REPRESENTS ONLY THE OPINION OF THE ENGINEER

     INFORMATION    PERTAINING    TO  THE  LOCATION  OF   UNDERGROUND   UTILITY

  10. EXISTING  UTILITIES:   WHEN  THE  PLANS   OR   SPECIAL   PROVISIONS  INCLUDE

     CONTRACT.

     RESPONSIBLE   FOR  PROTECTING  ALL NEW  WORK  UNTIL  COMPLETION  OF  THIS

     EQUIPMENT   OR  LABORERS  TO  EXISTING  CONDITIONS.   CONTRACTOR  IS  ALSO

  9.  CONTRACTOR   IS   RESPONSIBLE  FOR  RETURNING   ALL  AREAS  AFFECTED  BY

     RESTRICTIVE, MORE SPECIFIC, OR STRICTER PROVISION SHALL GOVERN.

     THE  ENGINEER SHALL DECIDE WHICH GOVERNS.  GENERALLY, THE MORE

  8.  WHEN  A  CONFLICT  BETWEEN  PLANS  AND  SPECIFICATIONS  OR  NOTES OCCURS,

     OPERATIONS AT NO ADDITIONAL EXPENSE TO THE DEPARTMENT.

     SITE  ANY AND ALL MATERIALS AND DEBRIS WHICH RESULT FROM HIS CONSTRUCTION

  7.  IT  SHALL  BE  THE  RESPONSIBILITY  OF  THE CONTRACTOR TO REMOVE FROM THE

 SAFELY BARRICADED)  UNTIL INSPECTED  AND APPROVED.

 MUNICIPALITY. SPECIFICALLY ALL  TRENCHES AND PIPE  SHALL  BE  LEFT  OPEN  (BUT

  6.  ALL  CONSTRUCTION  WILL  BE  INSPECTED  BY  THE  ENGINEER  AND/OR THE LOCAL

     ALLOWED.

     INCIDENTAL  TO  THE  CONTRACT, AND  NO ADDITIONAL  COMPENSATION  WILL  BE

     IS  INCLUDED  IN THE CONTRACT FOR PAYMENT, THE WORK SHALL BE  CONSIDERED

  5.  WHENEVER THE PERFORMANCE OF WORK IS INDICATED ON THE PLANS AND NO  ITEM

     APPROVED AND ACCEPTED.

 FINAL PAYMENT WILL  BE  MADE  AFTER  ALL OF THE CONTRACTOR'S  WORK  HAS  BEEN

 SHALL  BE INSPECTED  AND  APPROVED  BY  THE  MUNICIPALITY OR HIS  REPRESENTATIVES.

  4.  BEFORE  ACCEPTANCE BY THE LOCAL MUNICIPALITY AND FINAL PAYMENT,  ALL WORK

     CONCLUSIVE.

     PLANS  OR  SPECIFICATIONS,  THE DECISION OF THE ENGINEER SHALL BE FINAL AND

     OR  QUESTION ARISING WITH RESPECT TO THE TRUE MEANING OF THE CONSTRUCTION

     HAVE  PROCEEDED AT HIS OWN RISK AND EXPENSE.  IN THE EVENT OF ANY  DOUBT

     FAILING  TO  SECURE SUCH INSTRUCTION, THE CONTRACTOR WILL BE CONSIDERED TO

     WITH  ANY  PART  OF  THE  WORK  AFFECTED  BY  DISCREPANCIES.

     SHALL  SECURE  WRITTEN INSTRUCTION FROM THE ENGINEER PRIOR TO  PROCEEDING

 STANDARD  SPECIFICATIONS AND/OR SPECIAL DETAILS,  THE  CONTRACTOR

 DISCREPANCIES FROM WHAT IS SHOWN  ON  THE  CONSTRUCTION PLANS,  

 MUST VERIFY THE ENGINEER'S LINE AND GRADES.  IF THERE ARE  ANY  

 ACTUAL CONDITIONS AT THE  JOB  SITE.  IN ADDITION,  THE  CONTRACTOR

 VERIFY ALL DIMENSIONS AND CONDITIONS AFFECTING  THEIR  WORK  WITH  THE  

  3.  PRIOR  TO  COMMENCEMENT  OF CONSTRUCTION,  THE  CONTRACTOR SHALL 

     BE SPECIFICALLY NOTED BUT ARE TO BE CONSIDERED A PART OF THE CONTRACT.

     INCIDENTAL ITEMS OR ACCESSORIES NECESSARY TO COMPLETE THIS WORK MAY  NOT

     AND SUBSEQUENT DETAILS ARE ALL TO BE CONSIDERED AS PART OF THE CONTRACT.

  2.  THE  STANDARD  SPECIFICATIONS,  PROJECT SPECIFICATIONS,  CONSTRUCTION PLANS

THIS WORK.

OF AUTHORITIES HAVING JURISDICTION AND ALL ADDENDA THERETO SHALL GOVERN

VILLAGE OF LAKE IN THE HILLS ALL APPLICABLE REQUIREMENTS OF THE ORDINANCES

     ILLINOIS  ENVIRONMENTAL  PROTECTION  AGENCY,  THE VILLAGE OF ALGONQUIN, THE 

     EDITION,   PROJECT   SPECIFICATIONS,  ALL  APPLICABLE  REQUIREMENTS  OF  THE

     SPECIFICATIONS  FOR  WATER  AND SEWER MAIN CONSTRUCTION IN ILLINOIS" LATEST

     ROAD    AND   BRIDGE   CONSTRUCTION"  LATEST   EDITION,   THE   "STANDARD

  1.  THE  ILLINOIS  DEPARTMENT  OF TRANSPORTATION "STANDARD SPECIFICATIONS  FOR

2

WATER MAIN GENERAL NOTES 304

DBB

JLT

JLT

D1NNNNN-sht-WM-gennote.dgn

2

 INSTALLATION. 

 IT.  LOG SHALL ALSO CONTAIN A SUMMARY OF STRESSES ON PIPE DURING 

 PAYMENT FOR ANY LENGTH OF PIPE SHALL BE MADE WITHOUT A LOG ACCOMPANYING  

 ITS CONFORMANCE TO SPECIFIED DEPTH AND LINE SHOWN ON THE DRAWINGS.  NO 

 THE WATER MAIN AT 50-FOOT INTERVALS ALONG THE PIPE POINTS TO CONFIRM 

  14. LOGS SHALL BE KEPT GIVING THE HORIZONTAL AND VERTICAL POSITION OF 

 BACKFILLED, AND DISTURBED SURFACE SHALL BE RESTORED.  

  13. PITS EXCAVATED TO PERMIT CONNECTION OF BORED PIPE SHALL BE 

 DRILLING FLUID.

 MAY INCLUDE A FULL TIME VAC TRUCK TO COLLECT CUTTINGS, LEAVINGS, OR 

 ENGINEER, OR REGULATORY AGENCIES DUE TO A LOSS OF DRILLING FLUID. THIS  

 PAYMENT SHALL BE MADE FOR CLEAN-UP COSTS REQUIRED BY DEPARTMENT,  

 BLOW OUT DUE TO EXCESSIVE PRESSURE IN THE DRILLING FLUID.  NO ADDITIONAL 

 RESPONSIBLE FOR CLEAN-UP AND RESTORATION, SHOULD THERE BE A BOREHOLE  

 REMOVED BY FLUSHING OR OTHER SUITABLE MEANS.  CONTRACTOR SHALL BE  

 OF DRILLING RIG.  ANY DRILLING FLUID WHICH ENTERS THE PIPE SHALL BE 

  12. SPENT DRILLING FLUID AND CUTTING SHALL BE CONFINED TO VICINITY 

 NOT BE HAZARDOUS TO THE ENVIRONMENT.  

 A POLYMER ADDITIVE AT CONTRACTOR'S OPTION.  FLUID AND ADDITIVES SHALL 

 DRILLING FLUID SHALL BE BENTONITE CLAY MIXTURE.  CONTRACTOR MAY USE  

 AND SUBSURFACE CAVITY FORMATION THROUGH EROSION ARE PREVENTED.  

 SHALL BE ADJUSTED WITHIN ACCEPTABLE LIMITS SUCH THAT GROUND HEAVING 

  11. DRILLING FLUID TO BE USED TO FACILITATE INSTALLATION OF THE PIPE 

 NO COST TO THE COUNTY.

 PIPE SHALL BE RE-BORED TO PROPER GRADE IF SO DIRECTED BY ENGINEER AT  

 DESIGNATED GRADE IS SUFFICIENT REASON FOR REJECTION OF THE PIPE, AND 

  10. A VARIATION GREATER THAN 6-INCHES FROM THE HORIZONTAL PLAN OR 

 BY THE CONTRACTOR.

 HIS PIPE LOG DATA.  AS-BUILT DRAWINGS SHALL BE CERTIFIED AS TO ACCURACY 

  9.  AS-BUILT DRAWINGS SHALL BE SUBMITTED BY THE CONTRACTORS BASED UPON 

 MATERIAL, OR WORK ON ABANDONED HOLES.

 ABANDON THE HOLE.  NO PAYMENT SHALL BE MADE FOR ANY LOST EQUIPMENT, 

 IF TOOLS CANNOT BE READILY REMOVED, CONTRACTOR MAY, AT CONTRACTORS OPTION, 

 TOOLS LOST OR STUCK IN THE HOLE SHALL BE REMOVED AT CONTRACTOR'S EXPENSE.  

 PIPE MANUFACTURER'S RECOMMENDATIONS.  ANY BITS, DRILLS, REAMERS, OR OTHER 

 INSTALLED SHALL BE RECORDED.  THE PULL-BACK SPEED SHALL BE WITHIN THE  

 VELOCITY, DRILLING FLUID FLOW CIRCULATION/EXIT RATE, AND FOOTAGE LENGTH  

 CRADLING, BENDING MINIMIZATION, SURFACE FORCE READINGS, CONSTANT INSERTION 

 THE DRILLING FLUID ALONG THE REAMED HOLE PATHWAY.  PROPER PIPE HANDLING, 

  8.  PULL BACK THE ENTIRE PIPELINE LENGTH IN ONE SEGMENT BACK THROUGH 

 CUTTINGS.

 SHALL BE FORCED DOWN THE HOLE TO STABILIZE THE HOLE AND TO REMOVE SOIL 

 BE FROM 120 TO 150 PERCENT OF THE CARRIER PIPE DIAMETER.  DRILLING FLUID 

 DEPTH, DRILLING FLUID HYDROSTATIC PRESSURE, ETC.  NORMAL OVERSIZING SHALL   

 THE PERCENTAGE OVER SIZE SHALL DEPEND ON SOIL TYPES, SOIL STABILITIES,  

 PILOT HOLE TO A SLIGHTLY LARGER DIAMETER THAN THE CARRIER PIPELINE.  

  7.  REAMING SHALL CONSIST OF USING AN APPROPRIATE TOOL TO OPEN THE 

 AND APPROVED BY ENGINEER BEFORE INSTALLATION.

 FACILITATE THE INSTALLATION IF THE PROPOSED GREATER DEPTH IS REVIEWED  

 HORIZONTALLY AROUND THEM.  PIPE MAY BE INSTALLED AT GREATER DEPTHS TO 

 AIR RELEASE HIGH POINTS.  AVOID UNDERGROUND OBSTRUCTIONS BY STEERING 

 AT GREATER DEPTHS, IF NECESSARY, TO PERMIT MOVEMENT OF TRAPPED AIR TO  

 MINIMUM DEPTHS ARE INDICATED ON THE DRAWINGS.  PIPES SHALL BE INSTALLED  

 TRACKING SYSTEMS SHALL BE USED TO PROVIDE CONFIRMATION OF POSITION.   

 FEEDBACK AND ELECTRONIC GUIDANCE SYSTEMS AND SUPPLEMENTAL SURFACE 

 DICTATE THE ACTUAL AS-BUILT PLAN AND PROFILE OF THE PIPELINE.  DATA 

 A PLOT OF LENGTH VERSUS ELEVATION VERSUS LEFT/RIGHT VARIANCE WILL 

  6.  PILOT HOLE SHALL ESTABLISH THE HORIZONTAL PLANS OF THE PIPELINE.  

 JETS.

 AND SHALL PROVIDE THE NECESSARY CUTTING SURFACES AND DRILLING FLUID 

  5.  THE DRILL HEAD SHALL BE STEERABLE BY CHANGING ITS ORIENTATION 

  12. SEE PROJECT DOCUMENTS FOR WATERMAIN MATERIAL SPECIFICATIONS.

  11. WATERMAIN COVER SHALL BE 5.5 FEET FROM FINISHED GRADE TO TOP OF PIPE.

     BLOCKING OF ANY KIND FOR GRADE IS NOT PERMITTED. 

     SHALL BE PLACED AND COMPACTED TO 12" ABOVE THE TOP OF PIPE.

     (CA-11) WITH A  MINIMUM THICKNESS  OF  4  INCHES. THE BEDDING MATERIAL

  10. ALL UTILITIES SHALL BE INSTALLED ON CRUSHED STONE BEDDING

     PROPOSED GRADES & LANDSCAPING.

  9.  ALL  EXISTING   STRUCTURES  SHALL  BE  ADJUSTED  AS NECESSARY  TO  MATCH

     EASEMENT,  R.O.W,  OR  SUSPECTED UTILITY LOCATION.

     UTILITIES.  THE  FACILITIES SHALL  BE  LOCATED PRIOR  TO  ANY  WORK  WITHIN ANY  

     CABLE  TV  COMPANIES  AND MUNICIPALITIES FOR LOCATION OF EXISTING UNDERGROUND 

  8.  THE  CONTRACTOR  IS  RESPONSIBLE  FOR  CONTACTING  JULIE AS WELL AS LOCAL

     SECTIONS AND ADJUSTING RINGS.

     CAN ENTER THE STRUCTURE THROUGH GAPS BETWEEN BARREL SECTIONS  OR  CONE

     APPLIED IN SUCH A MANNER THAT NO SURFACE WATER OR GROUND WATER  INFLOW

     BITUMINOUS  MASTIC  (RAM-NEK).  THIS MASTIC  SHALL  BE

     USING    RESILIENT,   FLEXIBLE,   NON-HARDENING,   PREFORMED,

     TO EACH  OTHER  OR  TO THE FRAME, CONE SECTION  OF  THE  STRUCTURE

  7.  ALL  STRUCTURE  SECTIONS  AND  ADJUSTING  RINGS SHALL BE SECURELY SEALED

     AND THOROUGHLY COMPACTED  IN ACCORDANCE WITH  THE SPECIFICATIONS.

     THE CONSTRUCTION PLAN SHALL BE BACKFILLED WITH TRENCH BACKFILL

     ZONE OF INFLUENCE OF SUCH IMPROVEMENTS, AND/OR WHEREVER ELSE SHOWN ON

     UTILITIES, PROPOSED OR EXISTING PAVEMENT, DRIVEWAYS, SIDEWALKS AND WITHIN THE

  6.  ALL WATERMAIN TRENCHES BENEATH PROPOSED OR EXISTING

     ORDER ITEMS). NO STAINLESS STEEL SHEAR RINGS WILL BE ALLOWED.

     A MINIMUM OF 12 INCHES LONG FOR CONNECTIONS ON LARGER PIPES (THESE ARE SPECIAL

     MINIMUM OF 8 INCHES LONG FOR CONNECTIONS OF 4-INCH THROUGH 8-INCH PIPE AND

     DISSIMILAR PIPE AND JOINT MATERIALS ARE ENCOUNTERED. COUPLINGS SHALL BE A

     SHALL BE USED FOR CONNECTIONS OF NEW PIPE TO EXISTING PIPE, AND WHERE

  4.  DFW NON-SHEAR COUPLINGS AS MANUFACTURED BY NDS COMPANY

     PROVIDE "AS BUILT" DRAWINGS OF ALL WATERMAIN INSTALLATIONS.

     CONSIDERED  AS INCIDENTAL TO THE COST OF THE CONTRACT. CONTRACTOR SHALL

     NECESSARY  TO COMPLETE  THE  WORK MAY NOT BE  SPECIFIED  BUT  SHALL  BE

     TESTING  AS  SHOWN  ON THE CONSTRUCTION PLANS.  FITTINGS AND  ACCESSORIES

     PIPE,  CASTINGS,  STRUCTURES, BACKFILLING OF TRENCHES AND COMPACTION,  AND

  3.  UNDERGROUND  WORK  SHALL INCLUDE TRENCHING, DEWATERING,  INSTALLATION  OF

     THE WATER MAIN.

     AT (847) 441-3810 AT LEAST 3 WORKING DAYS PRIOR TO BEGINNING ANY WORK ON

  2.  THE CONTRACTOR SHALL NOTIFY THE ENGINEER AND THE VILLAGE OF ALGONQUIN

     THE LOCAL MUNICIPALITY AND TO THE ENGINEER AT THE CONCLUSION OF THE JOB.

  1.  THE CONTRACTOR SHALL PROVIDE A LIST OF WATER SERVICE MEASUREMENTS TO
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D.I. FITTING,12",45°-1 EA

PROVIDE WHIP AND CORP STOP FOR TESTING

TEMP. CAP NEW MAIN

RIM=910.28

ADJUST STRUCTURE

CONNECTION TO EX WM, 8". AT EXISTING VALVE
12"X8" TEE

RIM=909.65

STA 2165+07.00, 108.00'L

VALVE VAULT, TYPE A, 5' DIA.

V-4, WATER VALVES, 12". 

RIM=907.61

VALVE VAULT, TYPE A, 5' DIA

INSERTION VALVES, 12"

IV-1

WM, 12"

CONNECTION TO EXISTING 

D.I. FITTING,12",45°-1 EA

T/CASING=901.00

TRENCH, 24"-200 LF

STEEL CASING PIPE IN 

T/CASING=901.00

B/STORM=902.50

B/CASING=899.5

T/SAN=896.4

B/WATER=901.0

T/SAN=895.7

T/WATER=902.50

B/STORM=904.10

REMOVED

VALVE VAULTS TO BE TBF-160.0 CY

12"-288 LF

REMOVAL, 

WATERMAIN 

TBF-9.4 CY

WATERMAIN REMOVAL, 8"-17 LF

TBF-23.3 CY

DI WM 8"-42 LF

WATERMAIN IN CASING, 12"-200 LF, TBF-155.6 CY

DI WM 12"-57 LF, TBF-44.3 CY

DI WM, CL52 12"-40 LF, TBF-24.4 CY
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STATE OF ILLINOIS
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NOTES:

1.

2.

3.

4.

5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT

STA. 2144+00.00

RANDALL ROAD

RECONSTRUCTION BEGINS
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'
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CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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NOTES:

1.

2.

3.

4.

5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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NOTES:

1.

2.

3.

4.

5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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DEPARTMENT OF TRANSPORTATION

STATE OF ILLINOIS

4-26-2018

NOTES:

1.

2.

3.

4.

5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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NOTES:

1.

2.

3.

4.

5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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NOTES:

1.

2.

3.

4.

5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT
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LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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ADDITIONAL SAWES CONTRACTION JOINTS MAY BE
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(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT

STA. 2221+00.00 
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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2.

3.

4.

5.

6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT
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6.STANDARD 420111.

CONSTRUCTED IN ACCORDANCE WITH

AND UTILITY CASTINGS SHALL BE

PAVEMENT ROUNDOUTS FOR MANHOLES

THE TYPICAL SECTIONS AND PROFILES.

ALL ELEVATIONS NOT SHOWN SHALL FOLLOW

IN THE FIELD AND APPROVED BY THE ENGINEER.

ENGINEER. EXACT LOCATIONS TO BE DETERMINED

REQUIRED IN THE FIELD, AS DIRECTED BY THE

ADDITIONAL SAWES CONTRACTION JOINTS MAY BE

ADDITIONAL INFORMATION.

OHTERWISE NOTED. SEE STANDARD 420101 FOR

15 FEET AND A MAXIMUM OF 18 FEET UNLESS

ALL TRANSVERSE JOINTS SHALL BE SPACED AT

DETAILS.

REFER TO ADA RAMP GRADING PLANS SHEETS FOR

(STANDARD 424001, 424006, 424011, OR 424021).

ALL SIDEWALK RAMPS MUST BE ADA COMPLIANT

11'

LEGEND

CONSTRUCTION JOINT

LONGITUDINAL CONSTRUCTION JOINT

No. 6 x 2' LONG DEFORMED TIE BARS

GROUTED-IN-PLACE (EPOXY COATED)

AT 2' C-C (STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

TRANSVERSE CONSTRUCTION JOINT

1'-6" LONG DOWEL BARS (EPOXY COATED)

AT 1' C-C (STANDARD 420101-04)

SAWED JOINT

LONGITUDINAL SAWED JOINT

No. 6 X 2'-6" LONG DEFORMED TIE BARS

(EPOXY COATED) AT 2'-6" C-C

(STANDARD 420001-07)

(INCLUDED IN COST OF PCC PAVEMENT)

SAWED/CONSTRUCTION JOINT WITHOUT BARS

PAVEMENT SEPARATION JOINT

(IDOT DISTRICT 1 STANDARD DETAIL BD-52)

(PAID FOR AS SLEEPER SLAB)

LENGTH (FT) OF PAVEMENT PANEL

(BETWEEN JOINTS) IF DIFFERENT THAN 15.0'

TRANSVERSE CONTRACTION JOINT 1'-6"

LONG DOWEL BARS (EPOXY COATED)

THE MINIMUM LENGTH OF ALL STUBS IS 1'. (SEE HWY STANDARD 42001)

TRANSVERSE EXPANSION JOINT




