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INBIALLATION NOTES:
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ALL BLOCKING SHALL BE POURED CONCRETE ACAINST UNDISTURBED EARTH.
ALL BENDS OR ELBOWS GREATER THAN 11—1/4" SHALL HAVE THRUST BLOCKING
ALTERNATIVELY, "MEGA~LUG” JOINT RESTRAINTS CAN BE USED WITH APPROVAL OF THE ENGINEER.

THRUST BLOCK INSTALLATION
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