8C
UNDERGROUND CONDUIT
(Effective April 1, 2003; Revised January 1, 2012)

Add the following requirements to Section 810 of the Standard Specifications:

Materials:  Conduit placed under pavement, stabilized shoulder, paved median, paved driveway, curb, gutter, curb and gutter, or sidewalk shall meet the requirements of Article 810.02(a) or Article 810.02(b). In addition, rigid nonmetallic conduit shall be Schedule 80.

Construction Requirements:  The tunnel created by the auger shall not be significantly larger than the conduit to prevent undue settling.  No tunnel shall be left for more than two hours without conduit filling it.


