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INDUCTIVE LOOP DETECTOR

(Effective January 1, 2002;  Revised January 1, 2012)
Inductive loop detectors shall meet the requirements of Sections 885 and 1079 of the Standard Specifications with the following modifications:

Each inductive loop detector amplifier shall be rack mounted.  Each inductive loop detector amplifier channel shall have a minimum of :

· 8 sensitivity settings

· LCD program menu

· Detector logs and displays number of loop failure incidents since last reset

· Internal function to determine the ideal sensitivity setting for every loop system

· 8 frequency settings

· 32 second call extend timer

· 32 second delay timer

· Call extend and delay timers able to operate cooperatively

· LED indication for detection

The detector supplied shall be the latest Reno model or equivalent.

The Contractor shall label each amplifier for the loop and movement where they provide input according to the chart in the plans.

Basis of Payment.  This item will be paid for according to Article 885.04 of the Standard Specifications.
