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DETAIL "X"
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AND DOORS

ON ENTIRE INSIDE OF CABINET
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DEPARTMENT OF TRANSPORTATION

STATE OF ILLINOIS
480VOLT, 200AMP (DUAL) RADIO SCADA - FIBER OPTIC PROVISION

LIGHTING CONTROLLER, BASE MOUNTED,

WITH PADLOCK PROVISION

JUNCTION BOX FOR FIBER OPTIC

20"X16"X10" ALUMINUM

WITH PADLOCK PROVISION

JUNCTION BOX FOR FIBER OPTIC

20"X16"X10" ALUMINUM
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