TEMPORARY DRAINAGE INTO PROPOSED DRAINAGE STRUCTURES

Eff. 09-11-1990







Rev. 01-01-2014
This work shall consist of providing temporary drainage into any proposed drainage structure that is to be constructed in sag locations.  These sag locations shall also be interpreted to include side streets.  This work shall consist of a 4 inch (100-mm) PVC or polyethylene pipe installed from the surface of the proposed widening material into the proposed drainage structure near the 'resurfacing lip 'on the combination concrete curb and gutter.  The 4-inch (100-mm) pipe shall be cut flush with the proposed widening material as directed by the Engineer.  Prior to the final resurfacing operations, the 4-inch (100-mm) pipe shall be filled with concrete or bituminous material.

This work will not be paid for separately but shall be considered as included in the contract unit price for the various pay items involved and no additional compensation will be allowed.
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